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There are two over-temperature breakers and safety thermostats as standard. The first thermostat is set to 70°C
temperature values, when the air temperature in the duct reaches 70°C, it cuts off the electrical current and 
automatically allows the device to work again when the temperature drops. The second thermostat, which is used for
safety purposes, activates at 110 °C and cuts the electric current. In order for the device to work again, thethermostat 
must be manually reset from the red button on the device.
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